Detection of microscopic leaks in fermenter cooling coils.
Microscopic leaks in fermenter cooling coils were identified as the source of chronic fermentation contaminations. Methods used to identify the problem in production fermenters are described. Recommendations for upgrading quality control criteria for new installations are presented.